B JDENTIFICATIONS; MEASUREMENTS
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Loai - B D E F aH
SPTO15BF 230 2 212 200 140 21 p] 55
SPTO20BF 794 286 274 260 150 21 il 55
SPTOZ5BF 312 62 310 225 150 21 20 55
SPTO30BF 410 00 385 375 170 22 20 5.5

Installation & Operating @ s’"0® INDUSTRIAL
Instructions o

A & VANIOK
Hudng dan lap dat va su dung quat

Ceiling type mounted ventilating fan
Quat hit gén trdn hit thing

SPTO15BF
SPT020BF
SPT025BF
SPTO 30BF

Please read this instructions carefully as they give important safety instructions about the installation
and maintenance.

Hiy doc ki huéng din sif dung nhu vy chiing ta c6 thé ldp dat va sif dung mét cdch an todn nhat
dé tranh giip cdc sy cb.



u SAFETYI!VSTRUL‘TIDNS
Hudng dan an toan

® The following explanations must always be observed in order to prevent harm to users or other people and prevent
damagefo property.
Phaitun thil cdc gidl thich sau ddy dé trinh lam ton thudng cho ngudi sii dung hodc ngudl khdc va trinh 1am hu
hong quat.

® The following displays are classified and explained to what extent harm or damage occurs when the display details
areignored and the unitin question is wrongly used.
Céc hinh dnh minh hoa dufii ddy da dugc phan nhdm va gidi thich miic dé t3n thuong hodc thiét hai khi khang 1am
theo huding dan va st dung khéng diing cdch.

Warning - Canh bio
This indication means: Must be treafed seriously that this may result in death or serious injury.

D4u hidu ndy cd nghia |a: Phal cdn trong vi nd cf thé din dén tii vong hodc bi thuong ning.

This type of pictorial symbol indicates a “Prohibited” action that must be aveided.
Loai bigu tugng hinh dnh ndy cho bigt hinh ¢dng “Bi cdm” cdn phéi trdnh.

This type of pictorial symbol indicates a “Compulsory” action that must be performed.
Loai biéu tugng hinh &nh ndy cho biét hinh ddng “Bit budc” phai dugc thuc hién.
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® The types of details to be observed are classified and explained in the following illustrated display.
Cdc cinh bdo dd duge phidn loal va gidl thich trong cdc hinh @nh minh hoa dudi day.
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B Must not disassemble the unit for
reconstruction.

(

B The unit should be grounded
Quat phdi duge ndi dat

g Earih
NG dat

B Use this fan at the rated voltage and
frequency indic ated on the name plate.

Khang duwc thdo rai mdy dé ldnrdp lal.
1. Itmaycausefire orelectric shock.
NG e6 thé gay hda hoan hodc dign gidt.
2. Repairing should be serviced by
authorized service centre.
St dung quat vai dién dp va tdn s0 dinh

il Viéc sira chifa phai do trung tim dich
mifc ghitrén bing tén.

vu Oy quyén thue hign.

B [NSTALLATION CAUTIONS
Liru § khi lap dat

1 Do not install this fan in places where temperature is over 60°C.
2 When socket is used inpower supply, the socket should meet the 1IEC335-1 standard; when power supply is from

the direct charging, a polarity switch should be installed with contact gap not less than 3mm on the charging line.

3 Be sure to provide an appropriate ventilation opening.
4 Be sure appropriately ground the fan. The distance between the fan and the ground should be mare than 2.3m.

1 Knhdng ldp git quat & nhitng noi cd nhiét dd trén 60°C.

2 Nén sii dung 8 cdm theo tiéu chudn IEC335-1; Sif dung mét thist bi dé ngdt k&t ndi ngudn, dé mat khodng tigp
x(erdng ft nhadt 3mm trong t4t cd céc cit cuc quy tic diu diy.

3 Tao mét khoang thodng nhit dinh dé thang gid.

4 Tao khodng khing gitia quat vd mit san, khodng cich gifia quat vd mit san nén I6n hon 2.3m.

® The distance between ceiling and building top is more than 16cm.
Khoang trng phfa trén trdn ¢id phai 16n hon 16cm.

16 cm
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ATTACHMENT: Wooden screw 4 ~ 8 Pcs .
Thigt bi phu: 4 - 8 chigc vit bang g

B HOW TO INSTALL
Cach lap dat

T Make a wooden frame and fix it to the ceiling beam.

1 Lam mét khung bing gd hodc nhém va gin né vio xuong trin gig.  Weodsn frame

Khung bing g6 hoic nhém
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Loai
015BF 210 Ceiling bean
020BF 265 Xudng tran gid
025BF 330

OA

030BF | 385 Vi /

3 Place the fan body to the frame, then fix it with the
attached wood screws.
3 Bua than quat vio khung, sau d6 gin nd cd dinh

2 Dismantle the louver from the fan body 4 Turn on the power swilch, check for malfunctions as

2 Théo man che ra khoi thin quat follows:
Fan rotate normal?

Mo abnormal vibration or sound?

4 B4t cong tic ngudn, kiém tra xem c6 gip mot trong
/ | \ cic 161 sau:

Quat quay co binh thuding khdng?

! Quat chay cf g1 bat thubing nhu 13e i va o tiéng
| dang la khang?
|
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5 Mount the louver to the fan body:
5 Gin man che vao than quat.
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vao mat ¢d bliing dc vit.
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B WIRING DIAGRAM

So d6 dau dién
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